SPECIFIC NOTES (APPLY TO DRAWING E3.4 WHERE INDICATED)

(1) (3) = 4" PVC CONDUITS, (1) FOR WESTNET AND (2) FOR ANTENNA.

WALL—MOUNTED JUNCTION BOX AT 48 INCHES ABOVE FINISHED FLOOR FOR CAMERA INSTALLATION.
EXTEND 3/4 INCH CONDUIT FROM RECESSED OUTLET BOX TO THE ACCESSIBLE CEILING SPACE ABOVE.
ELECTRICAL CONTRACTOR SHALL COORDINATE EXACT LOCATION AND MOUNTING HEIGHT W/ THE COUNTY

CONSTRUCTION REPRESENTATIVE PRIOR TO ROUGH—=IN. CAMERA INSTALLATION FURNISHED & INSTALLED BY OTHERS.

CEILING=MOUNTED JUNCTION BOX FOR MICROPHONE. ELECTRICAL CONTRACTOR SHALL COORDINATE
EXACT LOCATION W/ THE COUNTY CONSTRUCTION REPRESENTATIVE PRIOR TO ROUGH—IN. MICROPHONE
INSTALLATION FURNISHED & INSTALLED BY OTHERS.

WALL—MOUNTED JUNCTION BOX AT 6 FT 6 INCHES ABOVE FINISHED FLOOR FOR A/V USE.
EXTEND 3/4 INCH CONDUIT FROM RECESSED OUTLET BOX TO THE ACCESSIBLE CEILING SPACE ABOVE.
ELECTRICAL CONTRACTOR SHALL COORDINATE EXACT LOCATION AND MOUNTING HEIGHT W/ THE COUNTY

CONSTRUCTION REPRESENTATIVE PRIOR TO ROUGH—=IN. CAMERA INSTALLATION FURNISHED & INSTALLED BY OTHERS.
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REFER TO DRAWINGS: E-3.4
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